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DENEY RAPORU / TEST REPORT

Rapor No / Report No. R.24.327.0001

Mega Yalitim Uretim Pazarlama Dis Ticaret Anonim Sirketi
Sur Yap1 Exen Istanbul Tantavi Mh. Estergon Cd. F Blok No:24F Kat:37 D:431
Umraniye / Istanbul / Tiirkiye

Miisterinin Ad1/ Adresi
Customer Name / Address

Uretici Mega Yalitim Uretim Pazarlama Dis Ticaret Anonim Sirketi
Manufacturer

Teklif Numarasi

Order No. 00014

Numunenin Tarifi /

Numune Kabul Tarihi
Identity of the Sample / Date of
Sample Acceptance

Tagyliini ve al¢1 plaka ile kompozite edilmis panel (¢ift yonde) / 04.01.2024

Cevre Kosullar

o 0
Environmental conditions 20°C, %64 Rh

Kullanilan Metot / Deney
Talimat1 EN ISO 10140-2:2021 / TCM-TI1-002
Test Method / Test Instructions

Aciklamalar
Remarks

Deneyin Yapildig: Yer ve

Tarihler PTT Evleri Mah. Zerdali Cikmazi Sok. No:8 Sartyer / ISTANBUL / TURKIYE

Dates and Place of Test 08.01.2024
/ & \“,m,u“ 1-\‘
~Na Muhur '\ Tarih Genel Miidiir

/& \

- \” \ Date General Manager

D 12.01.2024 Dog. Dr. Bekir Yilmaz PEKMEZCI
-~ Insaat Yiiksek Miihendisi

2 tfc wn ﬁbs/’ '/

This Iabbratory is accred)e"dOm accordance with the recognized International Standard ISO/IEC 17025:2017. This accreditation
demonsf&%tes teshnmal-«com‘gsfence for a defined scope and the operation of a laboratory quality management system (refer to the
joint 1ISO-I=AC-IAF Communiqué dated January 2009).

Bu raporda sunulan sonuclar, miisteri tarafindan temin edilen ve teste tabi tutulan malzeme veya sistemin ozelliklerini temsil
eder.

The results presented in this report represent the properties of tested material or system delivered by customer.

Bu rapor, laboratuvarin izni olmadan kismen kopyalanip cogaltilamaz. imzasiz raporlar gecersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory. Unsigned test reports are void.
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Ses Yalittminin Laboratuvarda Olgiilmesi Deneyi

Ses yalittiminin laboratuvarda Ol¢iilmesi deneyi EN ISO 10140-2:2021 “Akustik- Yap1
elemanlarinin ses yalittminin laboratuvarda 6l¢iilmesi- Boliim 2: Hava ile yayilan ses yalitiminin
Olciilmesi” standardi esaslarina gore yapilmistir. Deney sonuglart EN ISO 717-1:2020
“Acoustics- Rating of sound insulation in buildings and of building elements Part 1: Airborne
sound insulation” standardi esaslarina gore degerlendirilmistir. Ses azaltma indeksi degeri 16
farkli basingta olgiilmiistiir. Olciimler NTI marka, 0501 tanim numaral1 akustik ses dlger cihazi
ile yapilmistir. Deney ekipmanlart Sekil 2’de verilmektedir. Deney agikligina (2,48x4,43m)
sabitlenmis tasyiinii ve al¢1 plaka ile kompozite edilmis paneller ¢ift yonde 11 m? olacak sekilde
uygulanmistir. Uygulama iiretici tarafindan yapilmistir. Panel numunesinin kesiti Sekil 1°de
verilmektedir Deneysel ¢alisma sonucunda elde edilen veriler Tablo 1’de verilmektedir. Deney

fotografi Sekil 3’te verilmektedir. Deney verileri ve grafikler EK’te verilmektedir.

Tablo 1. Ses yaliiminin laboratuvarda 6l¢iilmesi deneyi sonuglari

R’w(C;Ctr), dB | Dn,w (C;Ctr), dB | DnT,w (C;Ctr), dB
42 (-3;-9) 42 (-3;-10) 45 (-3;-9)

Sekil 1. Panel numunesinin kesiti

Laboratuvar Miidiirii Kontrol Eden
Deneyi Yapan ve Kontrol Eden / Tested and Controlled by
Controlled by Laboratory Manager: Dog. Dr. Bekir Yilmaz PEKMEZCI
Mehmet GOKPINAR
Bu belge 5070 sayili Elektronik imza Kanunu geregince giivenli e-imza ile imzalanmigtir.
TCM-FR-051 Rev.09 / 26.09.2022 Raporun Sayfa No 2/7

Report Page No 2/7

Evrakin elektronik imzali suretine https://web.achakimzala.com/dogrula adresinden caeea2c9-05d8-47d7-a365-e17b17a26b12 kodu ile erisebilirsiniz.



¥Pticemlabs

Akustik ses Olcer

.

Ses Kaynagi

Hoparlor

Sekil 2. Deney ekipmanlari

Laboratuvar Miidiirii Kontrol Eden
Deneyi Yapan ve Kontrol Eden / Tested and Controlled by
Controlled by Labgratory Manager: Dog. Dr. Bekir Yilmaz PEKMEZCI
Mehmet GOKPINAR
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Sekil 3. Numuneye ait dl¢iim islemi

Laboratuvar Miidiirii Kontrol Eden
Deneyi Yapan ve Kontrol Eden / Tested and Controlled by
Controlled by Labgratory Manager: Dog. Dr. Bekir Yilmaz PEKMEZCI
Mehmet GOKPINAR
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EK. Deney Sonuclari
Apparent sound reduction index measured in accordance with ISO 16283-1
Field measurements of airborne sound insulation between rooms
Client:
Object:
Description:
Arca of common partition:
Source room volume
Receiving room volume
90 - <
Frequency R' — | -
f bomve - = = Shifted Reference '-"lg
Hz L [ - Reference Contour
50 56 ‘
63 124 80
80 15,0
100 15,3
125 21.6
160 225
200 26,7 70 4
250 329
315 35.9
400 40.6
500 42.0
630 44.7 60 +
800 459
1000 483 =
1250 50.9 =
1600 523 o«
2000 514 |
2500 504 21
3150 454
4000 46.6
5000 52,2
40 +
30 T
20 ! : - ! !
63 125 250 500 1000 2000 4000
Frequency f [Hz]
Rating in accordance with ISO717-1:
R' (C:C )= 42(-3:-9)dB
R (C:C)= 423+-05dB Cwnwn= -5dB Coun= -4dB Ciooso0= -2 dB
Evaluaton based on field measurement using Crsanw= -15dB Chrawn= -15 dB Ciroos00= -9 dB
results obtained by an engineenng method:

Sekil E1. Numuneye ait gdriiniir ses azaltimi

Laboratuvar Miidiirii Kontrol Eden
Deneyi Yapan ve Kontrol Eden / Tested and Controlled by
Controlled by Laboratory Manager: Dog. Dr. Bekir Yilmaz PEKMEZCI
Mehmet GOKPINAR
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Standardized level difference measured in accordance with 1SO 16283-1
Field measurements of airborne sound insulation between rooms
Client:
Object:
Description:
Arca of common partition:
Source room volume
Receiving room volume
Frequency D.r %
£ one-shind e O 13T [1 -4
i = = =Shifted Reference
Hz 8 1 ] e Reference Contour
50 85
63 154 80
30 17.9
100 13,3
125 245
160 254
200 29.6 70 +
250 358
315 389
400 435
500 449
630 47.6
800 453 =
1000 51.2 =
1250 53.8 k=
=
1600 553 P
2000 543
2500 53.3 2
3150 483
4000 49.6
5000 55,1
40
30 +
20 + . : |
63 125 250 500 1000 2000 4000
Frequency f[Hz]
Rating in accordance with ISO717-1:
Dy (GO = 45(3:-9) dB
D (C:C=  452+-0.7dB Cipmse= -3 dB Cos= -4dB Cionsom= -2dB
Evaluation based on field measurement using Cypspziso= -15 dB Cyso.50m = -15 dB Crimsom= -9dB
results obtamed by an enganeening method:

Sekil E2. Numuneye ait standardize edilmis seviye farki degerleri

Laboratuvar Miidiiri
Deneyi Yapan ve Kontrol Eden / Tested and
Controlled by Laboratory Manager:
Mehmet GOKPINAR

Kontrol Eden
Controlled by .
Dog. Dr. Bekir Yilmaz PEKMEZCI

Bu belge 5070 sayili Elektronik imza Kanunu geregince giivenli e-imza ile imzalanmigtir.

TCM-FR-051 Rev.09 / 26.09.2022

Evrakin elektronik imzali suretine https://web.achakimzala.com/dogrula adresinden caeea2c9-05d8-47d7-a365-e17b17a26b12 kodu ile erisebilirsiniz.

Raporun Sayfa No 6/7
Report Page No 6/7




¥Pticemlabs

Normalized level difference measured in accordance with 1SO 16283-1
Field ments of airborne sound insulation between rooms
Chent:
Object:
Descniption:
Arca of common partition:
Soarce room volume
Receiving room volume
Frequency D, 0 |
f cne-shind s—Dny o AUDIO
acve = = = Shifted Reference
Hz L L [, Reference Contour
50 53
63 122 80
80 14,7
100 15,1
125 213
160 223
200 26,4 70
250 326
315 35.7
400 404
500 41,7
630 444 &0
800 45,6
1000 48,0 )
1250 50.6 !;.
1600 521 o
2000 51,2
2500 50.1 -
3150 45,1
4000 46,4
5000 51,9
40
30
20
63 125 250 500 1000 2000 4000
Frequency f[Hz]
Rating in accordance with ISO717-1:
D, (C:C) = 42(-3:-10) dB
D, (C:Cy) = 42 +/-0,7dB Cypisa= -5 dB Cssan= -4dB Cimsom= -3 dB
Evaluation based on fickd measurement using Crsoaso= -15dB Cyso500 = -15 dB Cy 1005000 = -10 dB
results obtamed by an engmeenng method:
No. of test report: Name of test mstitute:
Date: Signature:

Sekil E3. Numuneye ait normalize edilmis seviye farki degerleri

- RAPOR SONU -
Laboratuvar Miidiirii Kontrol Eden
Deneyi Yapan ve Kontrol Eden / Tested and Controlled by
Controlled by Labgratory Manager: Dog. Dr. Bekir Yilmaz PEKMEZCI
Mehmet GOKPINAR
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